ELECTRICAL NOTES:

ELECTRICAL SYMBOLS

EXISTING SWITCH ELECTRICAL AS SHOWN ON

A A

1. PROVIDE MATERIALS AND REWORK

2. STUB CONDUIT ABOVE CEILING FOR

NEW SWITCH
N PHONE/DATA. VA WILL PULL WIRES.
@ PAIR OF NEW SWITCHES 3. ALL ELECTRICAL WORK TO BE INSTALLED
N FOR MULTI-LEVEL SWITCHING PER NEC AND VA REQUIREMENTS.
B NEW PHONE/DATA JB WHICHEVER IS MORE STRIGENT.
4. PROVIDE ALL NEW HOSPITAL GRADE
£  EXISTING ELECTRICAL DUPLEX ELECTRICAL DEVICES.
=5 NEW ELECTRICAL DUPLEX 5. MATCH EXISTING BUILDING CONSTRUCTION.
N
u@% EXISTING ABOVE COUNTER
- NEW ABOVE COUNTER
AC
u®m EXISTING EMERGENCY DUPLEX
£ NEW EMERGENCY DUPLEX
E
= EXISTING DUPLEX TO BE RELOCATED
R
%/ ELECTRICAL DEVICE TO BE REMOVED
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NoTE. PROPOSED ELECTRICAL PLAN

FURNITURE SHOWN FOR REFERENCE SCALE: 1/8"=1'—0"
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EXISTING ELECTRICAL PLAN

SCALE: 1/8"=1'-0"

NOTE.:

PROVIDE NEW SUPPLY AND RETURN GRILLES BY
KRUGER CORPORATION, 900 DARR PARK, PONCA, OK
74601. ALL DIFFUSERS SHALL BE ALUMINUM
CONSTRUCTION WITH REMOVABLE CORES, DAMPERS AND
WHITE FINISH. RETURN DIFFUSERS SHALL BE MODEL
INTEGRAL PLENUM AND
REMOVABLE CORE. SUPPLY AIR DIFFUSERS SHALL BE
5SH SERIES WITH SPRING LATCH CORES AND A SQUARE
LOUVER FACE. PROVIDE SUBMITTALS FOR APPROVAL.

CFDF EGG CRATE GRILLE WITH

PROVIDE ALL NEW SUPPLY AND RETURN GRILLES.

REPLACE WITH 247"x24” OR 24”x12", REWORK EXISTING

DUCTWORK FOR NEW GRILLES.

VA WILL REBALANCE SYSTEM.

D-2-190

Ve
1 , 8x6 | L
wo/mxm _1_\\_ x__|_ _ __r_\
INZS —4- 6x8 RLVD T L4VD Na) -3
%-Tmo VD E-4-80 06Xt % 1-90 8 gyeg X m-Tmomxm 3 &, —8x10
5 T v/ = i i T1 T
I L | — Fl
D-1-120 [\ — ——< —{ ~AE
TU-5061-53 | oo D-1-130  6x8 m)wasE-ga-mm
120/50 S S 290/120 @m%&.
6x % Q F
@\ Q A2
RELOCATED -
THERMOSTAT - =~ R-3-8011 ®r\A
K
]
[q€
— XA il |
=R 7]
T 30"\ RW\N 1T
==z | =
I | I[1] ], CAP_DUCTHDRK
L
= ] = p2-2f

PROPOSED MECHANICAL PLAN

SCALE: 1/8"=1"-0"

PROVIDE NEW DUCTWORK.

HVAC NOTES:

| 1 REMOVE EXISTING GRILLES

1 PROVIDE NEW GRILLES.
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EXISTING MECHANICAL DEMOLITION PLAN

SCALE: 1/8"=1"-0"
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